Photosynthesis process in plants generates numerous sources of bioenergy. However, only a small fraction is readily exploited for electrical energy. The impact of environmental factors is one of the significant physiological influences on the electrical potential of the plants. Hence, we developed a data acquisition (DAQ) system for instantaneous monitoring of electrical potential in plants and Aloe vera was used as a plant sample. The static response characterization, capability index (P/T), and Pearson's coefficient of correlation procedures were applied to assess the reliability of the obtained data. This developed system offers the capability of in situ monitoring and detecting gradual changes in the electrical potential of plants up to a correlational strength of greater than 0.7. Interpretation of the electrical signal mechanisms in the Aloe vera plant and the optimization of the electricity can be achieved through the application of this monitoring system. This system, therefore, can serve as a tool to measure and analyze the electrical signals in plants at different conditions.
Introduction
Existence of electrical signals in plant cells has been discovered and studied since 1873 [1] [2] [3] . The bioelectrochemical or electrophysiological signal is an essentially physical signal in plants as it is the most rapid method of long distance communication when compared with chemical signals such as hormones [4, 5] . Recently, many researchers have shown interest in plant-based energy generation that harvests electrical energy from the living plants; for example, a team of electrical engineers from the University of Washington devised a voltage boost converter for energy harvesting from the trees [6] . The use of living plants to harvest energy has been extensively investigated to generate a locally available, cost-effective, locally abundant, ecologically accepted, and environmentally friendly power source. In another development, Magcap [7] claims that they successfully developed a new method to harvest electricity from trees due to the difference in pH between tree tissues and soil.
Following this, researchers are taking photosynthesis processes more into consideration with the abundance of solar energy. A previous study found a method to generate bioelectricity through direct extraction of photosynthetic electrons by inserting a nanoelectrode into living algal cell. Ryu et al. [8] attempted to probe photosynthesis with their main focus on energy extraction. In addition, they developed a way to manipulate the proteins contained in the thylakoids and interrupt the pathway along which electrons flow before they are used to make sugars (high photoelectrochemical). Similarly, the possibility of harvesting electricity from a living plant using glucose oxidase (GOx) and bilirubin oxidase (BOD) modified electrodes during the photosynthesis process was shown [9] . Even though harvesting electrical output directly from living plants is still unpretentious, it is promising and certainly worth exploring further [10] . In the previous work, some fundamental procedures to harvest the weak electricity from living plants which consist of details of harvester selection, types of plants, and some potential applications were presented in [11] . The electrochemistry process is believed to be responsible for the mechanism of the energy production in the living plant cell, which is termed living-plant fuel cells or LFCs [12, 13] . The power output of LFCs is low; thus, in order to measure and sample the electric potential in the living plants, a monitoring system that collects low voltage and current continually is needed. In this paper, the development of this monitoring system for electrical potential measurement was established. The process of calibration was carried out to examine the performance of the system. Paired -test was used to determine Pearson's coefficient of correlation which reveals the reliability of the test in the living plants.
Materials and Methods

Prototype Development of the Monitoring
System. The monitoring system consists of hardware and software with data acquisition (DAQ) and processing functions. The DAQ gathers analog signals from the plant and digitalizes these data for storage, analysis, improvement, and presentation on the computer. The data acquiring method is based on the analog-to-digital converter (ADC) interface card and is controlled by the designed software developed using Visual Basic. The energy source of LFC used is the Aloe vera plant by embedding a pair of electrodes (copper and zinc) into it. The continuous sampling of the electric potential in the Aloe vera at different light intensity was taken into account. The experimental setup is as shown in Figure 1 for clarity plants where long-term measurement is performed.
Hardware Development.
Analog-to-digital converter is used in this system and is first compared between a series of known analog signals to the analog signal to be measured until the two signals match within specific tolerance. The analog signal is then converted to digital format, which can be interpreted by the host computer. This monitoring system is designed to measure a low input voltage range ( in ) with a resolution of 0.1526 mV. 16-bit A/D converter is implemented due to its higher resolution when compared to the lower bit A/D converter as shown in Table 1 . This is crucial for getting an accurate and sensitive system to detect small changes in the electrical signal of the living plants. Referring to Table 1 , the most significant bit (MSB) is referred to as the leftmost bit which is the bit position in a binary number having the greatest value. LSB, the least significant bit, however, is the lowest bit in a series of numbers in binary and is the one farthest to the right in a string of data. The quantization error results from the finite resolution of the A/D converter in which the amount of error is a function of the resolution of the quantizer. By definition, the quantization error of an A/D converter is half of a LSB.
The voltage-to-frequency converter (VFC) is used for the implementation of analog-to-digital conversion. This VFC contains two stage operational amplifiers (OA) and a precision pulse generator (NE555) as shown in Figure 2 . The first stage OA is configured as a Miller Integrator together with R-C network whereas the second stage OA is operated as a comparator. The Miller effect occurs when there is an increase in the equivalent input capacitance that appeared across the OA input terminals due to the high negative gain, , of the amplifier. This increase in the input capacitance is given by of the rising edge and the falling edge of the signal during the charging and discharging process of the resistor-capacitor (R-C) network. Hence, in order to obtain a distinct level change in the signal, the signal is fed to the second stage OA which is configured as a comparator. The signal is sampled and interpreted above the reference voltage as high ("1") and below the reference voltage as low ("0"). This process is repeated continuously, producing a digital pulse train at the VFC output as shown in Figure 3(a) . The output waveform of the VFC is linearly proportional to the input voltage ( in ). As the input voltage increases, the time constant ( ) would increase which in turn causes a rise in the frequency. in is converted into an input current ( in ); then, this current is integrated to charge the capacitor. When the signal passes the comparator threshold, a fixed charge is removed from the capacitor. The input current will continue to flow during the discharge and therefore no charge loss occurs. The waveform output of the integrator is a two-part linear ramp as shown in Figures 3(b) and 3(c) . The first part of the wave lasts for time 1 , which depends on the input voltage, while the second one lasts for a fixed time 2 , which corresponds to the pulse width of the precision monostable. The cycle is triggered to start gain once the pulse from the monostable ends. Therefore, the output pulse rate is accurately proportional to the rate at which the integrator charges from the input. The iteration of this cycle gives a sawtooth wave at the integrator output, where the output frequency is proportional to the sum of the discharge time 1 and charge time 2 .
This circuit could also be integrated with DAC as it could function as a data dispatcher to control the monitoring system by receiving commands from a personal computer. The output generated by this DAC would stay the same until it receives another value from the computer. In order to acquire and produce analog waveforms, the DAC and ADC must be activated at precise intervals. Consequently, measurement hardware had timing circuitry to produce a pulse train of a constant frequency to control the ADC and DAC.
Software Development.
The software is developed using Visual Basic programming language which can be operated under DOS as well as under Windows operating system. This software has the ability to perform the following operations:
(1) Processing the input digital signals, including arithmetical operations, comparison, ordering, and code conversion.
(2) Displaying the input analog signal in numerical form.
(3) Transmission of data.
(4) Storage for further data handling.
The input analog signal has an infinite number of possible levels within its range. Therefore, the analog signal would then be converted into a fixed number of possible digital levels by using an encoding method. For example, to measure the changes of input voltage parameter, , in the plant, the following is used:
65535 is a predefined constant as it is the highest number which can be represented by an unsigned 16-bit binary number as 16-bit ADC is implemented in the DAQ system.
Calibration and Response of the Monitoring System.
Errors arise in a measurement system because no instruments are perfect and their outputs do not precisely follow their inputs. These errors can be determined through the process of calibration [14] . Calibration can be defined as comparison tests between measurements of two units: one unit is a standard device with a known value and the other unit is the device under test or is more correctly known as the device being calibrated [15, 16] . The performance of the data acquisition system used in this monitoring is first studied after development. This is to ensure the sampling of analog data recorded is accurate. Both the static response characteristics and the process capability index of this system are examined.
Static Response Characterization.
Static calibration is performed since the output value of the DAQ system is not a function of time. MASTECH HY1803DL Variable DC Power Supply served as the standard unit in this calibration process.
The accuracy of the monitoring system is quantified through the absolute error, abs , given by
whereas the relative error, rel , is given by
Subsequently, the accuracy of the calibration, cal , can be computed as
In order to achieve the accuracy of larger than 99%, several calibration tests and modifications were carried out.
Measurement of the Capability Index ( / ).
In any measurement, it is vital to ensure that both the measuring device and the process are able to produce output within specification limits in order to meet the technological requirements. In this paper, capability index ( / ) is used as a reference to measure the acceptable tolerance [17]:
where is the standard deviation of the system and the tolerance (given as quantization error) of this 16-bit system is ±0.0763 mV as shown in Table 1 .
This index is used to assess whether the system developed is statistically able to meet the specifications of six-sigma performance. A good measurement system will have a / ratio that is less than 10%, while merely an adequate measurement system will have a / ratio of less than 30% [18, 19] . The industry standard used in this calibration is 5.15 as shown in (6) which is the standard deviation accounting for 99% of the measurement system (MS) [20, 21] . 2.7. Reliability Analysis. The stability pattern of the developed system in monitoring the weak signal of the plant is assessed using the paired -test. The -test is applied when there is a necessity to assess the means of two group results of two variables statistically different from each other [22] . Thus, -test is carried out to determine Pearson's coefficient of correlation which reveals the reliability of the test in the living plants.
The sign of the correlation coefficient from the -test determines whether the correlation is positive or negative. The magnitude of Pearson's coefficient can range from −1 to +1 whereas a value of 0 indicates that there is no association between the two variables [23] . The correlation coefficient determines the correlational strength between the tests. Table 2 shows the crude estimates for interpreting strengths of correlations as there is no fixed rules set for this up to now [24] [25] [26] .
Results and Discussion
Static Response Characterization.
Static response characteristics were examined to ensure the sampling of analog data is accurate, which is greater than 99% [27] . The true value in the range from 0.5 V to 5.0 V was fixed from standard device, MASTECH HY1803DL Variable DC Power Supply. The calibration data of the developed system is as shown in Table 3 and the average percentage of accuracy achieved is 99.97615% with the lowest accuracy at 99.87793%. This means that the system meets the specified accuracy with an error of ±0.02385%.
Capability Index ( / ) of the Monitoring System.
The capability index ( / ) of the system was analyzed to ensure that it is able to meet the specifications of six-sigma performance, which has a / ratio of less than 10%. The MASTECH HY1803DL Variable DC Power Supply was connected to a rheostat to control the desired output voltage. The known value of output voltage was then measured using the monitoring system. In this case, a small input current at a range between 1 mA and 10 mA is used as the system is priority developed for measuring weak signal in living plant. Table 4 shows the computation of mean and of the system at = 5 mA and = 250 Ω.
The average of the mean and of the standard deviation of the 10 trials is 1.229731 and 0.000115, respectively. Substitution of these values to (6) yields a / ratio of 0.0085 (0.85%) which falls within the best case of measurement capability index.
Reliability Analysis.
In order to evaluate the reliability of the monitoring system, a living-plant fuel cell or LFC consisting of a pair of zinc-copper (Zn-Cu) electrodes embedded in Aloe vera leaf was used. Aloe vera was selected as the sample plant as the bioenergy of this plant can be exploited as electrical energy [28] . The LFC produces a small amount of electricity through an electrochemical process as described by [11] [12] [13] 28] . Table 5 compares the mean ± standard deviation and Pearson's coefficient of the trial tests on the Aloe vera plants. The analysis shows that the parameters revealed good reliability as Pearson's coefficient for all tests was greater than 0.7.
Monitoring of Chemoelectrical Potential in Living-Plant Fuel Cell (LFC)
A data acquisition (DAQ) system has been developed in the previous section using analog-to-digital converter principle. The system has been confirmed to be reliable for monitoring of weak electrical signal, for example, in chemoelectrical potential of living plant. The system was then used to investigate the changes in the electrical signal produced by the LFC system (Zn-Cu and Aloe vera) under dark condition and also under sunlight illumination. Before the monitoring was initiated, Aloe vera was kept in a dark room for 24 hours to stabilize its metabolism. After that, the Zn-Cu electrodes were embedded into one of the leaves where the electrodes were connected in series with the DAQ system and a load resistor of 1 kΩ. The developed DAQ system was used to monitor the changes in the electrical voltage generated by the LFC. The harvested power output for the LFC system was then calculated, which was repeated three times using different leaves. Figure 4 shows the average power output of the Aloe vera both in the dark and under sunlight condition for continuous monitoring of two hours. During the first hour of measurement, the average power output was recorded as about 0.9 W and gradually increased up to 1.9 W after exposure to sunlight for an hour. From Figure 4 , the response time from stable electrochemistry current to stable photosynthetic current was approximately 25 minutes. There is a remarkable increment of 111% in harvested power after exposure to sunlight with an intensity of approximately 800 Wm −2 .
Conclusion
In this paper, a data acquisition (DAQ) system was developed using analog-to-digital converter principle. The system was used to monitor weak electrical signal, for example, from plants. It was found that the electricity generated from plants increased remarkably under sunlight compared to the dark condition. This shows that the photosynthesis process increases the electricity activity in the plant and the DAQ system has successfully detected this increase. The system therefore has the potential to be used for monitoring of plant condition under environmental stress or other factors.
